
Hotel Belleclaire

Logger 
Channel Data Point Description Eng Units Instrument / Transducer Output Supplied by
MB-001 WT Gross Power Output kWh Tecogen Inverde Unit Modbus RS-485 Tecogen

- WP Parasitic Loads kWh - Calculated -
MB-001 WB Building Import Power kWh Tecogen Inverde Unit Modbus RS-485 Tecogen

MB-250 IN1 FG Cogen Gas Consumption cf Roots 3M175 Pulse Tecogen
MB-024 FHW Recovered Heat loop Flow gpm Onicon F-1100 Modbus RS-485 Tecogen
MB-024 THW1 Recovered Heat Loop -  Supply Temp. ⁰F Onicon System 10 Modbus RS-485 Tecogen
MB-001 THW2 Recovered Heat Loop - Temp. After DHW HXs ⁰F Tecogen Inverde Unit Modbus RS-485 Tecogen
MB-024 THW3 Recovered Heat Loop - Temp. After Dump Radiator ⁰F Onicon System 10 Modbus RS-485 Tecogen

- QR Rejected Heat Recovery MBtu - Calculated -
- QU Total Useful Heat Recovery MBtu - Calculated -
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IT IS A VIOLATION OF PROFESSIONAL ENGINEERING LAW TO ALTER ANY ITEM IN ANY WAY

CONTAINED ON THIS DRAWING, UNLESS ACTING UNDER THE DIRECTION OF A LICENSED

PROFESSIONAL ENGINEER.
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BELLECLAIRE HOTEL

100 kW DISTRIBUTED GENERATION

250 W 77th STREET

NEW YORK, NY
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DISCONNECT SWITCH

LOCKABLE HEAVY DUTY

200AS/175AF (AJT) 

3PST, 600 V

89L-1
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N

10A

BECKWITH M-3410A (OPTION B2)

480-208Y/120V

X1

150 kVA

EDP-CHP

X2 X3 X0
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STB2 1 4 3 6 5
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PROTECTIVE ELEMENT

27-1 UNDERVOLTAGE

27-2 UNDERVOLTAGE

59-1 OVERVOLTAGE

59-2 OVERVOLTAGE

81U UNDERFREQUENCY

81O OVERFREQUENCY

SETTING
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TIME DELAY
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BECKWITH M-3410A RELAY SETTINGS

32-1 (FORWARD POWER) 0.02 PU (8.6 kW) 120 CYCLES

TYPE B-8003-1-1
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PANEL MOUNT
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18/2 Twisted / Shielded pair from Inverde Cabinet to CDH enclosure
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