Power Meter Measurements - Bay Club Tower 1

The Veris power meter at Bay Club Tower 1 is measuring half the expected generation
given system fuel use. The incorrect measurements started on 6/12/2017, resulting in
considerably lower calculated electrical efficiencies at approximately 13% HHV.

Poweer (KWY)

40

30

Bay Club Tower 1 - Gross Power QOutput vs Fuel Us

a0 I I I . . .
i AEGEN Part Load Curve i
+ + Measured @ Bay Club Tower 1 - Before 6/12
+ Weasured @ BEay Club Tower 1 - After 6/12
60— I
40— I
201 I
L i
0 l . . . 1 . . . l
200 400 g00 800 1000
Fuel Use (MBtUH)
Bay Club Tower 1 - Efficiency (HHV)
T T T T | T T T L T T T T T T T T T T T T | T T T T I T T T
Eox + Electrical Efficiency - Before 6712 3
Eoo- + Electrical Efficiency - After 6/12 3
I: L T L L 1 L Ly L il L | L M| L .:
31017241 8 1522295 1219263 101724317 1421284 1118252 9 1623
April W ay June July August September Crctober
2017

Published by CDH Energy | 10/2017 | Page 1



